
June 28, 2010 

U.S. Environmental Protection Agency, Region 1 
Water Technical Unit (SEW) 
One Congress Street, Suite 1100 
Boston, Massachusetts 02114-8127 

Subject: May 2010 NPDES Remediation General Permit Discharge Monitoring Report 
Authorization # MAG910117 

Dear Sir or Madam: 

This report summarizes the May2010 operation of the permanent water treatment system for the Phase I 
parking garage (Kendall Square Garage) at the Kendall Square Site (formerly the Cambridge Research 
Park Site), located in Cambridge, Massachusetts, operating under NPDES Remediation General Permit 
(RGP) Authorization # MAG910117. The treatment system discharges to the Broad Canal. 

On October 21, 2008, USEPA Region 1 authorized a Notice of Change to reduce the discharge 
monitoring program at this site, and these changes were initiated with the November 2008 monitoring 
event. The revised program requires effluent sampling as follows: 

• Monthly: pH, total residual chlorine (TRC), and instantaneous and total flow 

• Quarterly: benzene and copper (total recoverable) 

• Semiannually: ethyl benzene, toluene, and xylene 

The May 2010 sampling event included the monthly, quarterly and semiannual parameters. The water 
treatment system was sampled May 25, 2010, and the effluent results are reported on the enclosed 
Discharge Monitoring Report (DMR). All effluent results were below the requirements of the RGP 
Permit. 

The instantaneous flow at the time of sampling was 75.5 gallons per minute and a total of 1,161,390 
gallons of treated water was discharged from the Kendall Square Garage water treatment system during 
this month. 

Regards, 

cc: 	MADEP Northeast Regional Office (RTN 3-4570)  
J. Atkins - AECOM 
E. Walsh, MIRA Development  
S. DeLiddo, BioMed Realty 	 ~,~, 



Appendix VIII: Monthly Summary Form for Remediatian General Permit 

PERMITTEE NAME/ADDRESS (k>cwde Faclwry Narna/Locat?on it D lHerent) 	 NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES) 

NAME 	 DISCHARGE MONITORING REPORT (DMR) 
BMR-350 E Kendall F LLC 	 2-16 	 (17-19 

AtJQRESS hendall Square Garage 	 MAG910117 	 001 

350 KendaU Street PERMIT NUMBER 	 DISCHARGE NUMBER 
i 	. 

Carabrldge, 1l7A 02142 	 MONITORING PERIOD 

Corztact Telephonc Nurnber (978) 589 -3000 	 YEAR MO DAY 	I YEAR MO DAY 
FROM 1 10 	05 	O1 TO 1 10 	OS 

FACILITY OR DISCHARGE LOCATION: Kendall Square Garage EFFLUENT (20-21) (22-23) (24-25) 	(26-27) (28-29) (30-31) 

Form Approved. 
OMB No. 2040-0004 
Approval expires 05-31-98 

0Check here if No Discharge 

NOTE: Read Instructions before completing this form 

PA 
(3 Card On1y) 	QUANTITY OR LOADING (4 Cafd Only) 	QUALiTY OR CONCENTRATION ti0  REQUENCY 3RAMETER 

( 	) 

4g-,53 	 54-61 38-45 	 48-53 	 .̀r4-61 EX OF  ~PEE  
AVERAGE MAXIMUM UNITS MINtMUM AVERAGE MAXIMUtu! UNITS (s2~3) (~4~~S (69-70) 

REPORTED 75.5 0 1/31 instant. 
lnstantaneous FkTw gal/min 

PERMIT 
REQUIREMENT owonitor 

R£PORTED 0.037 0 NA NA 
Total Flow mgd 

PERMIT 
REQUIREMENT monitor 

REPORTED 6.91 0 1/31 grab 
pH 

PERMIT 
6.5 - 8.3 

su 
REQUIREMENT 

Total Residual Chlorinc (TRC) REPORTED 0 0 1131 grab 
ug/L 

PERMIT 
20 REQUIREMENT 

REPORTED 74 0 1/31 grab 
opper(totalrecoverable) ug/ [, 

PERMIT 260 REQUIREMENT 

REPORTED 0 u
g
/L  0 1131 grab 

F3enzene 
PERMIT 5  

REOUIREMENT 

REPORTED 0 0 1131 grab 
Tolnene ug/l, 

PERMIT 
~a REQUIREMENT 

NAAAEfrITLE PR1NCtPALEXECUTIVE OFFICER ICFRTFYUNOERPEN4LTVOFLAWTNATTINSoOCUMENTANDALLATTACNMENTSNEREPREPARED 
UNDER MY DIRECTKk! OR SUPERVISION IN ACCORDANCE NrtTHA SYSTEM DESIGNED TO ASSURE 
THAT OUALIFIED PERSONNEL PROPERLY GATHER AND EVAL WTE THE MIFORMATKk1 SUBMITTED. 

TELEPHONE DATE 

BASEO ON MY p10U1RY OF THE PERSON OR PERSONS WHO MANAGE THE SYSTEM, OR THOSE 
PERSONS DIRECTLY REBPONSIBLE FOR GATHERING T11E INFORMATION. THE INFORMATION 
SUBMITTED IS, TO THE BEST OF MY KNOWLEOGE AND BELIEF ,  TRUE, ACCURATE. AND COMPLETE. 

~i1  
ZL~~ ~~~ ~Olreyl  I AMAWARE THAT THERE ARE SIGNIFK:ANT PENALTIES FOR 8UBMITTING FALSE INFORMATION. ~Y 

~~~ g~v  
~ 

I  
~ ~ Z 

StGNA~RE OF 	ipAl EXECUTIVE INCLUDING THE POSSIBIUTY OF FM1E ANO IMPRISONMENT FOR KNOWING VIOLATK)NS. SEE 18 
U.S.C. § 1001 ANO 33 U.S.C. § 1318. (Penatba urAer 8>eso efeW ~4s may incWde finea up lo $10,000 and 
a ~+~ +~so~ eM a eslweeo s ewn ns ~a s yesre.I 

"" 

AR~` tAST 	 Fxtsr 	~a 	 Twe OFF €R OR A 	HORIZED AGENT NUMBER YEAR MO DAY 

COMMtrNTS AND EXPLANATIOav OF ANY Vt01-ATIONS (Reference ati attachments here) 

New Eagisead Testing Laboratory, Inc. NS - Not sampled. Note: Begianing Nov. 2008, copper and benzene are sampled quarterly; etbyl benzene, toluene, and xylenes are 
sampled seaiFannualiy; aad the rest of the parameters are sarapled monthly. 
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O 



Appendix Vltl: Month{y Summary Form for Remediation General Permit 

PERMITTEE NAME/ADDRESS (kxwde Fadwty Name/Location it DsHerent) 	 NATtONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES) 

NAME 	BM It-3SO E Keudall F LLC 	
DISCHARG E MONITORING REPORT ~DMR) 

ADORESS Keudall Square Garage 	 MAG910117 	 001 

350 Kendall Street 	 PERMIT NUMBER 	 DISCHARGE NUMBER 

Cambridge, MA 02142 	 MONITORING PERIOD 
YEAR MO DAY I 	I YEAR MO DAY 	®Check here if No Discharge 

Form Approved. 
OMB No. 2040-0004 
Approval expires 05-31-98 

Contact Telephane Number (978) 589 -3000 	 FROM 10 1 OS 1 01 ITO 1 10 1 OS NOTE: Read lnstructions before wmpleting this form 
FACILITY OR DISCHARGE LOCATION: Kendall Square Garage EFFLUENT (20 -21) (22 -23) (24 -25) 	(26-27) (28 -29) (30-31) 

PARAMETER 
(32-37) 

	

(3 Card Onry) 	QUANTITY OR LOADING 

	

46-53 	 54-61 

	

(4 Card Onry) 	QUALITY OR CONCENTRATION 

	

38-45 	 46-53 	 54-61 EK' 
(62-63) 

REQUENCY 
OF 

ANALYSIS 
(64-68) 

SAMPLE 
NPE 

(69-70) AVERAGE MAXtMUM UN1TS MINIMUM AVERAGE MAXIMUM UN1TS 

REPORTED 0 0 1/31 grab 
E-thyibenzene ug/L 

PERMIT 
REQUtREMENT n/a 

REPORTED 0 0 1/31 grab 
(m,p,o)XyIenes(total) u /L 

g  PERMIT 
REQUIREMENT nla 

'i'otal l3TEX (calculateci) 
REPORTED O 

ug/L 
0 1/31 g~-ab 

PERMIT 
REQUIREMENT !00 

REPORTED 

PERMIT 
REQUIREMENT 

REPORTED 

PERMIT 
REQUIREMENT 

REPORTED 

PERMIT 
REQUIREMENT 

REPORTED 

PERMIT 
REQUIREMENT 

NAMEfriTLE PRlNCIPAL EXECUTiVE OFFICER IcERnFVUNDERPEwLTYocuwTmTTwsDocuMENTa+oAuATTACHMENrSWEREPREPAReD 
UNDER AIY DKtECTION OR SUPERV1310N INACCORDANCE WITH A SYSTEIA DESN3tJE0 TO ASSURE 
THAT OUAUFIED PERSONNEL PROPERLY OATHERAND EVALUATE TIIE MIFORMATION SUBMITTED. 
BASED ON MY INQUIRY OF THE PERSON OR PERSONS WHO LWJAGE THE SYSTEM. OR THOS 
PERSONS DIRECTLY RE6PONSIBLE FOR OATHERING THE INFORMATION. THE ItKORANTI 

 

SUBAIRTEO IS. TO THE BEST i)F MY KNOWLEDOE AND BEl1EF. TRUE. ACCURATE. AND COMPLETE. 
IAMAWARE THAT THEREARE SKTNIFICANT PENALTIES FOR SUBMITTINO FALSE INFORMATKNI. 

u s c g,W T~ DP93SS S C' ; T~9 IjP na!~Iwe uWM IAO~OESIeIU ~ msy i~lutle tnepsAuPT lo N10A00 aM 
a^~~^ 4T~'~^^~^t ~~ °" S"+a'USa and 5 yeen.) 

TELEPHONE DATE 

` 

KaYen 
~~ 	/I t ~sQr,/A. ~ 

'To5 ) 3'rV 
1 0  1 -7 

!?i  

SI(iNAT 	 tPAL EXECUTfVE 
OFFiCl:R 	THORlZED AGENT LAST 	 FtR3T 	IM 	 Title AR~` rnnr NUM$ER YEARI MO I DAY 

COMMENTS AND EXPLANATION OF /1NY VtOLAT10NS (Reference aH attachments here) 
New Eagland Testiag Laboratory, Inc. NS - Not sarupled. Note: Beginning Nov. 2008, copper and benzene are sampled quarterly; etbyl benzene, toluene, and xylenes are 
sawpled seruiannuaAy; and the rest of the parameters are sampled moathiy. 
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